THE CITY OF

SAN DIEGO

BLILINNG INSPRCTION DEPARTMENT «ITY OPERATIONS BN DN G 222 FIRAT AFENLE
SAN DIECGO, CALIFORNIA 92101 - 4154 M5 A (o2 2300200

January 2Z, 1993 REF. NCQ. S3-000327

Gary Delze

Ailr Conditiloning Ecuipment Company
224 Birmingham Drive, #1A2
Cardiff, ca 92007

Dear Mr. Oslze:

In accordance with your request we are providing you with the
Building Inspection Department’s interpretation of mechanical
ventilation duration for Section 705(b)2 of the 1%31 Unifornm
Building Code.

The following applies to any enclosed parking garage which requires
mechanical ventilation because it cannot meet the open parking
garage definition of Section 709(b).

If a garage requires mechanical ventilation per Section 705(b)2 and
if the ventilation is not modulated by automatic ecarbon monoxide-
sensing devices, then the mechanical ventilation system must remain
on continucusly for the full 24 hours of each day.

If you have any further questions please feel free to contackt me at
236-6€366.

Sincerely,
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WM. BEONSON RIDEOQUT
RESEARCH ENGINEER
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